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(OCCUPANCY & PLUMBING FIXTURES ANALYSIS

(OCCUPANCY CALC. PER TABLE 1004.1.2 MAXIMUM FLOOR AREA ALLOWANCE PER OCCUPANCY

SQUARE FOOTAGE ‘OCCUPANT LOAD FACTOR OCCUPANCY COUNT
(P) TASTING FLOOR 627.74 SF 15GROSS 4200C
(P) POINT OF SALE 101.04 SF 60 GROSS 20cC
(P) STORAGE 449,06 SF 300 GROSS 20cC
450cC

MINIMUM # OF REQUIRED PLUMBING FIXTURES. PER TABLE 2902.1

CLASSIFICATION | OCCUPANCY | WATER CLOSETS | LAVATORIES  |DRINKING FOUNT]
MALE |FEMALE | MALE |FEMALE

(P) SALES FLOOR ASSEMBLY B 1PER25 1PER40 1PER 1000
(P) PONT OF SALE MERCANTILE M 1PER 500 1PER 750 1PER 1000
(P) STORAGE STORAGE 1,82 1PER 100 1PER 100 1PER 1000

NOTE:
303.1.2 SMALL ASSEMBLY SPACES

1) AROOM OR SPACE USED FOR ASSEMBLY PURPOSES WITH AN OCCUPANT LOAD OF LESS THAN 50 PERSONS AND ACCESSORY TO
ANOTHER OCCUPANCY SHALL BE CLASSIFIED AS A GROUP B OCCUPANCY OR AS PART OF THAT OCCUPANCY.

2) AROOM OR SPACE USED FOR ASSEMBLY PURPOSES THAT IS LESS THAN 750 SQUARE FEET IN AREA AND ACCESSORY TO
ANOTHER OCCUPANCY SHALL BE CLASSIFIED AS A GROUP B OCCUPANCY OR AS PART OF THAT OCCUPANCY.

FOR ROOMS WITH B - OCCUPANCY.

1) WATER CLOSETS: 1 PER 25 FOR THE FIRST 50 AND 1 PER 50 FOR THE REMAINDER EXCEEDING 50
2)LAVATORIES: 1 PER 40 FOR THE FIRST 80 AND 1 PER 80 FOR THE REMAINDER EXCEEDING 80

SECTION 419 URINALS

419.1 APPROVAL - URINALS SHALL CONFORM TO ASME A112.19.2/ CSA B45.1, ASME A112.19.19 OR CSA B45.5/APMO Z124. URINALS
SHALL CONFORM TO THE WATER CONSUMPTION REQUIREMENTS OF SECTION 604.4 WATER - SUPPLIED URINALS SHALL CONFORM TO
THE HYDRAULIC PERFORMANCE REQUIREMENTS OF ASME A112.19.2/CSA B45.1 OR CSA B45/IAPMO Z124.

419.2 SUBSTITUTION FOR WATER CLOSETS - IN EACH BATHROOM OR TOILET ROOM, URINALS SHALL NOT BE SUBSTITUTED FOR MORE
THAN 67 PERCENT OF THE REQUIRED WATER CLOSETS IN ASSEMBLY AND EDUCATIONAL OCCUPANCIES. URINALS SHALL NOT BE
SUBSTITUTED FOR MORE THAN 50 PERCENT OF THE REQUIRED WATER CLOSETS IN ALL OTHER OCCUPANCIES,

419.3 SURROUNDING MATERIAL - WALL AND FLOOR TO A POINT 2 FEET (610 MM) IN FRONT OF A URINAL LIP AND 4 FEET (1219 MM)
ABOVE THE FLOOR AND AT LEAST 2 FEET (610 MM) TO EACH SIDE OF THE URINAL SHALL BE WATERPROOFED WITH A SMOOTH, READY
CLEANABLE, NONABSORBENT MATERIAL.

422.2 SEPERATE FACILITIES - IN BUSINESS AND MERCANTILEOCCUPANCIES WITH A TOTAL OCCUPANT LOAD 50 OR LESS INCLUDING
CUSTOMERS AND EMPLOYEES, ONE TOILET FACILITY, DESIGNED FOR USE BY NO MORE THAN ONE PERSON AT A TIME, SHALL BE
PERMITTED FOR USE BY BOTH SEXES.

MINIMUM REQUIRED PLUMBING FIXTURES

WATER CLOSETS: 1

LAVATORIES: 1

N P) STORAGE /
'449.06 SF | 2 OCC\ \

H (P) POINT OF SALE/ /3

101.04 SF | 20CC/

@ Floor Plan, Occupancy Analysis
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ADA NOTES FOR ALL ADA RESTROOMS
CLEARANCE NOTES: DEFINED OR FAVING GONELIGTING LOGATION, SHALL SE LOCATED Y THE
ARCHITECT
A. 28" CLR. BETWEEN LAVATORY AND EDGE OF
WATER CLOSET TANK LID WHEN TANK WATER DIMENSION INCHES
CLOSET OCCURS.
B.28" MIN. CLR. TO EDGE OF BOWL WHEN FLUSH TOILET CENTERING FROMWALL *
VALVE WATER CLOSET OCCURS. (28" MIN. CLR. TOILET SEAT HEIGHT 1719
-~ BETWEEN LAVATORY TO FURTHEST .
3 PROTRUDING EDGE OF WATER CLOSET, CRAB BAR HEICHT =
5 TYPICAL) TOILET PAPER IN FRONT OF TOILET 2MAx
; " " 2 oz
< Al N, WHEN FRONT ENTRY DOOR OR 80 NAPKIN DISPOSAL N FRONT OF TORET T2uax E
2 8as
DISPENSER OF MIRROR HEIGHT s EEH
‘GRAB BAR NOTES: CBC 11B-6045.2: LAVATORY SINK TOP samax 8t §§§
Sign Measurements 1, REAR WALL GRAB BAR SHALL BE A MINIMUM LAVATORY / SINK KNEE CLEARANCE 29MAx %%géé
® LENGTH OF 36" URINAL LIP HEIGHT 17MAX Spees
2 EXTENDING AMNMUM OF 2 NGHES ON ONE URINAL FLUSH HANDLE HEIGHT e Bag
5REES
3.24 INCHES MINIMUM ON THE OTHER SIDE DRINKING FOUNTAIN BUBBLER HEIGHT 3BMAX EHEH
4. MOUNTING HEIGHT OF GRAB BAR TO BE 33 £2588
INCHES TO 36 INCHES ABOVE THE SHOWER ClEamance TN NEE e
FLOOR, MEASURED FROM THE FINISHED FLOOR TO
THE TOP OF THE GRIPPING SURFACE PER CBC RAVP [ STAIR HANORAIL HEIGHT e H
M 1186094, 2
a3 PER CBC 11B-604.3 3
1-1/2° DIAMETER 2
A 60" MINIMUM CLEARANCE IS REQUIRED GRAB BAR W/ H
MEASURED PERPENDICULAR FROM TEH SIDE PEENED FINISH& 250  TOILET SEAT g’
WLAL OF THE WATER CLOSET. LBS. CAPACITY DISPENSOR g
’ (WHERE F
LAVATORY NOTES: CBC 118-606.6 ROLL PAPER OCCURS) g
ADAHANDICAP GENDERNEUTRAL INTERNATIONAL UNISEX 1.18" MIN. FROM THE CENTER LINE OF THE [ H%EER oot ¢
ACCESSIBILITY LAVATORY TO THE ADJACENT WALL.
2. PROVIDE CLEAR FLOOR SPACE IN . o 2
n @) O ACCORDANCE WITH CBC 11B-305 FOR A FORWARD ZMAX 2NN L o H
APPROACH. CBC 118-606.2 1 1 = H
é\ 3. PROVIDE KNEE AND TOE CLEARANCE IN P € Q H
ACCORDANCE WITH CBC 118-306.3. = H
o 4.SPECIFY HEIGHT OF LAVATORY TO BE 34" = B
s s INCHES MAXIMUM MEASURED FROM HIGHER OF . N £
THE ROM OR COUNTER SURFACE. CBC 11B-606.3 E (] H
] ] 5. SPECIFY EXPOSED PIPING UNDERNEATH THE 2 2|2 = £
ALGENDERRESTROOM WOMENS VENS LAVATORY TO BE INSULATED. CBC 11B-606.5. e 8|z = 8
- 5 ® )
Unisex Signs ADA Symbols - © [m)
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MAXIMUM FO! CLEAR FLOOR SPACE PARALLEL APPROACH 8

NOTES:
1. X SHALL BE
ZSHALLBE >

=25INCHES;

2.WHEN X <20 INCHES, THEN
Y SHALL BE 48 INCHES

MINIMUM.

3.WHEN XIS 20TO 25

z INCHES, THEN Y SHALL BE 44
1 . INCHES MAXIMUM.
4.0 4-0
MAXIMUM FO!
2.0 2-T
o

@ ADA Reach Requirements
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MAX. SIDE REACH OVER AN OBSTRUCTION

.

1
MIN. LAVATORY KNEE HIGH AND LOW SIDE REACH LIMITS
& TOE CLEARANCE

469 E CAMPBELL AVE
CAMPBELL, CA 95008

STRIKE BREWING CO.

Revision Schedule

Occupancy &
Accessibility
Details, Interior

A002

SCALE As indicated
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P) STORAGE
449.06 SF |20CC

HERS
PIPONTOFSUE /77
101,04 SF |20CC

12 SEATS
(P) TASTING FLOOR
627.74 SF |42 0CC

Door Schedule

[ Count [ Mark | Wwidth

[ Height

[ Description |

[3 [Dp1 [37-0"

[6-8"

[1 [D2 la-1"

[6-8"

®

FLOOR PLAN NOTES
ALL FLOORS TO HAVE 3/8 COVE TILE

ALL WALLS TO HAVE SMOOTH CLEAN
'WASHABLE SURFACE

(OUTDOOR TRASH ENCLOSURE IS
CCONSTRUCTED OF SMOOTH STUCCO INSIDE
EPOXY PAINT, WHICH IS NONABSORBENT
MATERIAL, EASILY CLEANABLE, DURABLE AND
DRAIN TO SEWER.

(P) FLOOR PLAN KEYNOTES

NOTES

(P) SALES COUNTER
(P) COUNTER ADA COMPLIANT 34" HEIGHT
(P)COUNTER

(P) WALK-IN COOLER
[5] (P)WALLMOUNTED TV.
[6] (P)UTILITY SINK

(P) DISHWASHER

[8] (P)TAPWALL

[9] (E)FLOOR SINK
(P) FLOOR CUT (DRAIN LINE)
] (P) COOLER (CARRY-OUT)

WALLS AND CEILINGS:

WALL AND CEILINGS OF ALL ROOMS( EXCEPT BARS, OR ROOMS
WHERE FOOD IS STORED IN UNOPENED CONTAINERS, AND DINING
'AREAS) SHALL BE SMOOTH, NON ABSORBENT, AND WASHABLE.
RECOMMENDED TO USE LIGHT COLORED FOR WALLS AND
CEILINGS AT FOOD PREPARATION AREAS. ALL PAINTED SURFACES
SHALL BE SEALED WITH A GLOSS OR SEMI-GLOSS ENAMEL, EPOXY,
VARNISH, OR OTHER APPROVED SEALER AS NECESSARY. (114271)

CONDUITS:

AALL PLUMBING, ELECTRICAL, AND GAS LINES SHALL BE
'CONCEALED WITHIN THE BUILDING WALLS, FLOORS, AND CEILING
OR WITHIN APPROVED CONDUIT RUNS OR CHASES (CAL CODE
114271) WHERE CONDUIT OR PIPELINES ENTER A WALL, CEILING,
OR FLOOR, THE OPENING AROUND THE LINES SHALL BE TIGHTLY
SEALED (CAL CODE 114271)

BATHROOMS:

THE FLOORS, WALLS, AND CEILINGS SHALL HAVE SURFACES THAT
/ARE SMOOTH (NON TEXTURED_ NON ABSORBENT, LIGHT
COLORED, AND EASILY CLEANABLE (CAL CODE 114271)
RESTROOMS SHALL BE PROVIDED WITH SELF CLOSING, TIGHT
FITTING DOORS. (CAL CODE 114276)

/APPLIANCE AND FINISH SCHEDULES

PROJECT REP: KENNY NGO & KEVIN YU

‘CAMPBELL, GA 95008 (408) 315:2125
'GORDONKWONG@GKWARCHITECTS COM
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7108 MCGLINCY LANE SUITE 109

MARK | QY| DESCRIPTION MANUFACTURER
Fs1 1 10" X 12' WALK-IN COOLER BARR REFRIGERATION
Fs2 1 | UNDERCOUNTER GLASSWASHER | FAGOR
Fs3 1| MERCHANDISER REFRIGERATOR | VORTEX REFIGERATION
Fs4 1| MOP SINK ADVANCE TABCO
Fs5 1| UTILITY SINK ELKAY
FS6 1| DRIPTRAY MICRO MATIC
B
NOTE: OWNER MAY USE APPROVED
FL.| WALLS |CEL|  \ TeRNATIVE GOMPLANT /EQUIVALENT 3
= EQUIPMENT / PRODUCT 3|
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1 SINK AREAS
2 BATHROOMS
3 TASTING AREA
FLOOR PLAN, ADA BATHROOM
55N @ FLOOROUNTED
NOTE: PLEASE SEE SHEET AOU2 FOR R
ACCESSIBLE RESTROOM NOTES, ITEMS, R
CLEARANCES, AND SIGNS SOE GRAB AR
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® Callout, ADA Restroom
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STRIKE BREWING CO.
469 E CAMPBELL AVE
CAMPBELL, CA 95008

Revision Schedule

Floor Plan,
Proposed

A101

SCALE  As indicated
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